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A B S T R A C T 
Condition monitoring on electric motor is a preventive maintenance in order to 
avoid problems and hazard from happening to the machinery, also to prevent personal 
injury with the major factor is insulation resistance. In this thesis, to further discuss this 
issue, the developed experiment with the measuring technique of the condition of 
electric motor on insulation resistance is used. Then, the experiment rig was developed 
applied to Thrige Odense Denmark 3-phase induction motor for case stud} to obserxe 
the condition monitoring on insulation resistance. The validity of the data was then taken 
using the megohmmeter and temperature indicator. The experiment is to monitor the 
Denmark manufactured motor condition of insulation whether is good. fair, poor or bad 
by following the IEEE standard procedure. This prexentixe maintenance test can be done 
on a monthlx. semiannual or annual basis as conditions demand. The data from the test 
is plotted to graph to get the trended data of the insulation. The theoretical and 
experiment studies include the effect of the humiditx and temperature to the insulation. 
Tests rig for the experimental work are developed using IEEE Standard 43-2000. IEEE 
Recommended Practice for Testing Insulation Resistance of Rotating Machinery and A 
Guide To Diagnostic Insulation Testing Above lkV by Megger Ltd. Second Edition 
2002. The results have been compared to the standard and analyses are presented in 
graph. From the developed procedure and methods prove that the temperature affects the 
insulation winding at 3-phase induction motor (2 speed : 2 winding). For case study, the 
motor has been soaked for three days to apply flooded condition. The result shows that 
the motor insulation condition is even better after comparison with the standard 
manufactured data at 821 M H and 893 M H change to more than 999 M f i for both 
winding condition after drying out experiment. 
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A B S T R A K 
Pengawasan keadaan ke atas motor elektrik merupakan penyenggaraan cegahan 
bagi mengelakkan masalah yang mengundang bahaya berlaku ke atas jentera serta 
mengakibatkan kecederaan ke atas manusia yang mana faktor penyumbang utama 
adalah rintangan penebatan. Dari itu. ujikaji dibangunkan berdasarkan teknik 
pengukuran keadaan rintangan penebatan motor elektrik. Pelantar ujikaji dijalankan ke 
atas motor aruhan 3 fasa Thrige Odense Denmark untuk kajian kes mencerap 
pengawasan keadaan terhadap penebatan rintangan. Data sah diambil menggunakan 
megohmmeter dan pengesan suhu untuk memantau keadaan penebatan motor buatan 
Denmark samada berkeadaan baik. memuaskan, lemah atau tidak memuaskan dengan 
mematuhi tatacara piawai IEEE. L'jian penyenggaraan cegahan boleh dilakukan samada 
sebulan sekali, enam bulan sekali atau setahun sekali. Data tersebut diplotkan ke dalam 
graf bagi mendapatkan ' t r e n d terhadap penebatan. Pemelajaran dari ujikaji dan teori 
termasuklah kesan penebatan terhadap suhu dan kelembapan. Pelantar ujian bagi 
menjalankan kerja-kerja pengujian dibangunkan berdasarkan piawai IEEE 43-2000, 
IEEE Recommended Practice for Testing Insulation Resistance of Rotating Machinery 
dan A Guide To Diagnostic Insulation Testing Above IkV oleh Megger Ltd, edisi kedua 
2002. Tatacara dan kaedah yang dibangunkan membuktikan bahawa suhu memberi 
kesan terhadap belitan penebatan pada motor aruhan 3 fasa (2 kelajuan:2 belitan).Untuk 
mengaplikasi keadaan banjir dalam kajian kes, motor telah direndam selama 3 hari. 
Hasil keputusan menunjukkan keadaan penebatan motor adalah lebih bagus selepas 
perbandingan dibuat dengan data piawai pengilang pada 821 M H dan 893 M f i berubah 
lebih daripada 999 M f i bagi kedua-dua keadaan belitan selepas ujikaji pengeringan. 
IX 
CONTENTS 
LIST OF C O N T E N T S PAGE 
D E C L A R A T I O N ii 
A C K N O W L E D G E M E N T vi 
A B S T R A C T vii 
ABSTRAK viii 
C O N T E N T S ix 
LIST OF T A B L E S xii 
LIST OF FIGURES xiv 
N O M E N C L A T U R E xvii 
LIST OF A P P E N D I X xviii 
CHAPTER I I N T R O D U C T I O N 
1.0 Background of the Study 1 
1.1 Statement of Problem 3 
1.2 Objectives 6 
1.3 Project Scope 6 
1.4 Significance of the Study 8 
CHAPTER 2: L I T E R A T U R E REVIEW 
2.0 Introduction 
2.1 Condition Monitoring In Rotating Machinery 
9 
9 
2.2 Type Of Insulation Tests 11 
2.3 Insulation Resistance 13 
CHAPTER 3: T H E O R Y 
3.0 Introduction 15 
3.1 Insulation 16 
3.2 Insulation Resistance 19 
3.3 Insulation Current-Time Characteristic 22 
3.4 Temperature Correction of Measured Values of Insulation 
Resistance 25 
3.5 Spot Reading Test 28 
3.6 Time vs. Resistance Test 28 
3.7 Polarization Index Test 29 
3.8 Step Voltage Test 32 
3.9 Insulation Power-Factor and Dissipation-Factor Test 33 
3.10 Effects Of Moisture On Insulation : Deterioration And 
Absorption 37 
3.11 Insulation Resistance 38 
3.12 Protection of Windings From Dampness 41 
3.13 Drying Out Electrical Equipment Process 43 
3.13.1 Internal Warming Method 45 
3.13.2 Externa! Warming Method 46 
CHAPTER 4: M E T H A D O L O G Y 
4.0 Introduction 48 
4.1 Experiment Instrument 49 
4.2 Preparing Apparatus for Testing 51 
4.3 Testing Procedure 54 
4.3.1 Experiment 1: Sixty -Second Insulation-Resistance Test 55 
4.3.2 Experiment 2: Polarization Index Test 56 
4.3.3 Experiment 3: Step Voltage Test 57 
X I 
4.3.4 Experiment 4: Power Factor and Dissipation Factor 59 
4.4 Case Study : Drying Out The Motor 60 
CHAPTER 5: R E S U L T A N D DISCUSSION 
5.0 Introduction 63 
5.1 Sixty-Second Insulation-Resistance Test : Temperature Effects 63 
5.2 Time Resistance Test 69 
5.3 Polarization Index 72 
5.4 Step Voltage Test 74 
5.5 Power Factor and Dissipation Factor 75 
5.6 Drying Out The Motor 76 
5.6.1 Dry Out Process : Power Factor and Dissipation Factor 81 
CHAPTER 6: C O N C L U S I O N AND R E C O M M E N D A T I O N 
6.0 Conclusion 82 
6.1 Recommendation 83 
R E F E R E N C E S 
APPENDIX A 88 
M l 
LIST OF TABLES 
TABLE ITEM PAGE 
1.1 Specification for Thrige Odense Denmark 3-phase 
induction motor 3 
4.1 Guidelines for dc voltages to be applied during insulation 
resistance test 5 1 
5.1 Insulation resistance in one minute/Spot check for Thrige 
Odense Denmark 3-phase induction motor 64 
5.2 IEEE recommended minimum insulation resistance values 
at 40 C (all values in MQ) after a 60-second test 64 
5.3 Insulation resistance in one minute Spot check for split 
phase induction motor 67 
5.4 Insulation resistance in one minute/Spot check for Rutland 
3-phase wound rotor induction motor 68 
5.5 Time resistance test data for Thrige Odense Denmark 3-phase 
induction motor 70 
5.6 Time resistance test data for Rutland 3-phase wound rotor 
induction motor 71 
5.7 Polarization Index data 72 
5.8 Recommended minimum values of polarization index for all 
machine components insulation classes per IEC 60085-01 : 1984 72 
5.9 Evaluation of the polarization index 73 
X I I I 
5.10 Data of step voltage test for Thrige Odense Denmark 
3-phase induction motor 74 
5.11 Data of step voltage test for Rutland 3-phase wound 
rotor induction motor 75 
5.12 Data for DF and PF 75 
5.13 Initial data for the 3-phase (2 speed : 2 winding) 76 
5.14 Day 1 drying out data 79 
5.15 Day 2 drying out data 80 
5.16 PF and DF data for 3-phase (2 speed : 2 winding) 81 
\ l \ 
LIST OF FIGURES 
FIGURE ITEM PAGE 
1.1 Flow Chart Of The Research Methodology 7 
3.1 Comparison of water flow (a) with electric current (b) 16 
3.2 Equivalent circuit showing the four currents monitored 
during an insulation resistance test 19 
3.3 Alignment of Polarized Molecules 21 
3.4 Current-time curves for relatively good insulation 23 
3.5 Approximate insulation resistance coefficient, k-. for 
insulation halving for IO C rise in temperature 27 
3.6 a) equivalent circuit of a block of cable insulation: 
b) corresponding phasor diagram 36 
3.7 Safe Insulation Chart for small motors w ith rating 
under 200 HP and 460 Volts 40 
3.8 Relationship chart of air temperature, dew point and 
humidity, approximately correct for elevations of 0 to 
1524 meter 42 
3.9 Typical drying curve for a dc motor armature class A 
insulation 44 
4.1 Megger (BM403/2) 49 
4.2 Megger (CM400) 50 
4.3 Temperature Indicator 50 
viii 
4.4 LCR meter 51 
4.5 Picture of drying out chamber with setup connection 52 
4.6 Connection for a megger test of a Thrige Odense 
Denmark 3-phase induction motor 53 
4.7 Connection for a LCR meter of a Thrige Odense 
Denmark 3-phase induction motor 53 
4.8 Rutland 3-Phase Wound Rotor Induction Motor 54 
4.9 Split Phase Induction Machine 54 
4.10 Schematic diagram connection for a megger test of a 
motor 55 
4.11 Schematic diagram connection for a LCR meter test 
of a motor 59 
4.12 Picture of 3-phase induction motor (2 speed : 2 windings) 61 
4.13 Picture of 3-phase induction motor (2 speed : 2 w indings) 
soak for 3 days 61 
4.14 Picture of 3-phase induction motor (2 speed : 2 windings) 
dismantle part 61 
5.1 Insulation resistance chart of Thrige Odense Denmark 
3-phase induciion motor 65 
5.2 Insulation resistance chart of split phase induction motor 67 
5.3 Insulation resistance chart of Rutland 3-phase wound rotor 
induction motor 68 
5.4 Trends for good and bad insulation at t ime resistance test for 
Thrige Odense Denmark 3-phase induction motor 70 
5.5 Trends for time resistance test for Rutland 3-phase wound 
rotor induction motor 71 
5.6 Safe insulation chart for 3-phase induction motor 
(2 speed 2 winding) 78 
5.7 Drying out curve on day 1 80 
5.8 Drying out curve on day 2 81 
Connection for a megger test of a power cable without 
guard terminal 
Connection for a megger test of a power cable with 
guard terminal 
V 
G r e e k letters 
N O M E N C L A T U R E 
voltage 
n 
5 
0 
resistance, ohm 
loss angle 
phase angle 
APPENDIX 
LIST OF APPENDIX 
ITEM 
A ANSI/SCTE 70 2002 : Insulation Resistance 
Megohmmeter Method 
C H A P T E R 1 
I N T R O D U C T I O N 
1.0 B a c k g r o u n d of (he S tudy 
The normally quiescent state ofelectrical transmission and distribution --worn 
plant does not draw attention to incipient faults which ma> de \e lop from the gradual 
deterioration of equipment. This fault may be detected during routine maintenance, bu; 
the ability to have detailed information on the state-of-health of transmission and 
distribution system equipment prior to ea rn ing out maintenance work or alterations 
becomes a significant asset and adds an element of preventive maintenance to the 
operation of such assets. 
Condition monitoring is a technique which may be adopted to reduce non-
planned downtime and increase plant availability. To be successful it must be sell 
sufficient and did not require manual inter\ention or detailed anal)sis. It must be 
capable of detecting gradual or sudden deterioration and trends and ha\ e prediem e 
capabilities to permit alarming insufficient time to allow appropriate action to be taken 
? 
and avoid major failure. It must be reliable and not reduce the integrity of the system, it 
must not require undue maintenance itself and must be a cost effective solution. 
Condition monitoring may be formally defined as a predictive method making 
use of the fact that most equipment will have a useful life before maintenance is 
required. It embraces the life mechanism of individual parts of or the whole equipment, 
the application and the development of special purpose equipment, the means of 
acquiring the data and the analysis of that data to predict the trends .Certain key words 
are useful to recall from this definition: predictive, useful life, maintenance, application 
and development of special purpose of equipment, acquiring the data, analysis of that 
data, predict the trends [I]. 
In more practical terms, the initial stage of a condition monitoring programmed 
consists of establishing the baseline parameter and then recording the actual baseline or 
fingerprints values. The next stage is the establishment of routine tours of equipment 
observing the running condition and assessing the parameter pre\ iousl\ determined for 
the baseline. These readings are then compared with the fingerprint and the trends 
determined. The state of the present equipment condition can be determined from the 
absolute figures. The rate of degradation and an assessment of the likely time to failure 
can be estimated from the trend. The resources committed to monitoring the condition of 
equipment will depend on the numbers and on the service experienced and reliability. 
1.1 Statement of Problem 
Most of the electric motor around the world exceeding their designed life. 
Insulation is the major component, which plays an important role in the life expectancy 
of the electric motor. To determine the performance and aging of the asset, insulation 
behavior is a main indicator. In the absence of insulation monitoring and assessment, 
good number of electric motor failed due to insulations problems, before reaching to 
their designed technical life. A good number of aged electric motor are still performing 
well, it is important to monitor the insulation behavior rather than replacing with new 
one. 
Table 1.1 : Specification for Thrige Odense Denmark 3-phase induction motor 
Type NAS 62 
Horse 
Power 10 
Rotor V 350 Y 
RPM 1440 
v 400A 
A 14 
Frequency 50Hz 
Insulation failure can cause electrical shocks, creating a real hazard to personal 
and machinery. While there are cases where the drop in insulation resistance can be 
sudden, such as when equipment is flooded, it usually drops gradually, giving plenty of 
warning if tested periodically. A regular program of testing insulation resistance is 
strongly recommended to prevent this danger, as well as to allow timely maintenance 
and repair work to take place before catastrophic failure. Not only motor but new 
equipment, transformers, switch gears and w iring also should be tested before being put 
into service. This test record will be useful for future comparisons in regular 
maintenance testing. 
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Without a periodic testing program all failures will come as a surprise, 
unplanned, inconvenient also quite possibly very expensive in time and resources, there-
fore, money to rectify. For instance, take a small motor that is used to pump material, 
which will solidify if allowed to stand, around a processing plant. Unexpected failure of 
this motor will cost tens maybe even hundreds of thousands of ringgit to rectify if 
downtime of the plant is also calculated. However, if diagnostic insulation testing had 
been included in the preventive maintenance program it may have been possible to plan 
maintenance or replacement of the failing motor at a time when the line was inactive 
thereby minimizing costs. Indeed, it may have been that the motor could have been 
improved while it was still running. 
If advanced insulation degradation goes undetected there is an increase in the 
possibility of electrical shock or even death for personnel: there is an increase in the 
possibility of electrical!}' induced fires; the useful life of the electric motor can be 
reduced and'or the facility can face unscheduled and expensive downtime. Measuring 
insulation quality on a regular basis is a crucial part of an\ maintenance program as it 
helps predict and prevent electric motor breakdown. 
For most motors, the expected life of a stator winding depends on the ability of 
the electrical insulation to prevent winding faults. That is the need for a stator rewind is 
almost always determined by when the electrical insulation is no longer able to fulfill its 
purpose, rather than, for example, being determined by a problem with the copper 
conductors. This follows from the fact that the electrical insulation has a large organic 
content, a lower melting temperature and a lower mechanical strength that the copper 
and the core steel. 
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Therefore, to implement this project the Thrige Odense Denmark 3-phase 
induction motor ( Table 1.1) will be used as experiment rig to measure the insulation 
resistance. The insulation resistance test measures the resistance of the electrical 
insulation between the copper conductor and the core of the stator or rotor. Ideally the 
resistance is infinite. The purpose of the insulation is to block the current flow between 
the copper and the core. In practice, the insulation resistance is not infinitely high. 
Usually, the lower the insulation resistance, reveal more problem with the insulation. 
Insulation resistance can be measured by nondestructive tests applied between 
the conductors and the framework of the apparatus. The resistance value can be read 
directly from a megohmmeter , called a megger or indirectly by calculation using the 
voltmeter-ammeter method. When properly made and evaluated, such tests assist in 
diagnosing impending trouble. 
Moisture absorbed in the windings or condensed on the surface of insulation 
results in a decrease in the measured values of insulation resistance. Hence, for 
insulation measurements to be significant, the tests should be made immediately after 
shutdown. This avoids errors due to condensation of moisture on the windings. When 
the machine temperature is low er than the temperature of the surrounding air. moisture 
condenses on the windings and is gradually absorbed by the insulation. The insulation 
resistance values of DC machines are generally more sensitive to changes in humidity 
than are those of AC windings; this due to the greater number of leakage paths in the 
armature and fields of DC machines [1], 
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1.2 Objectives 
The aims of this project are: 
i. To understand the technique and to familiarize the measuring equipment in 
order to measure the insulation condition of electric motor. 
ii. To develop the AC and DC method used for condition monitoring. 
iii. To apply the learning technique and measurement method for case study using 
electric motor. 
iv. To validate the condition of the electric motor being monitor using \ arious 
testing. 
1.3 Project Scope 
The scopes that are set to achieve the main objectives are listed as follow: 
i. To observe condition monitoring on insulation resistance of electric motor. 
ii. It will be focused on AC and DC measurement method of insulation resistance 
test. 
iii. To observe the validity of the data taken on electric motor using learning 
technique and measurement method. 
Figure 1.1 : Flow Chart Of The Research Methodology 
Figure 1.1 shows a flow chart of the research methodology. For start, finding 
the project title is the most important thing. After the project title is fixed, objectives and 
scope of the project are identified. Next, proceed with the literature review. Using the 
information from the literature review, setup an experiment rig of insulation resistance 
tests. Then, continued with the testing followed the test procedures have been setup for 
experiment rig. From the tests result, comparison has been done with the recommended 
1U 
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APPENDIX A 
ANSI /SCTE 70 2002 : Insulation Resistance Megohmmeter Method 
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A N S I / S C T E 70 2002 : Insulation Resistance Megohmmeter Method 
1.0 SCOPE AND DEFINITIONS 
This method is intended for use in determining the Insulation Resistance of insulated dielectric 
for coaxial cables by the megohmmeter method, 
2.0 EQUIPMENT 
2.1 Megohmmeter. Quadtech 1865 or equivalent 
2.2 Leads as required 
3.0 SET-IT 
Follow all calibration requirements recommended by the manufacturers of the Megohmmeter 
being used. 
Caution: Leads are energized duving Zero Calibration 
4.0 PROCEDURE 
4.1 Specimen Preparation: 
4.1.1 Precondition specimen between 59CF CI5° C) and 95CF (35°C) for 24 
hours. 
4.1.2 Coaxial cables with jackets should have 3 to 4 niches >"5 to 100 mm i of 
jacket material removed from each end of cable specimen. One end of cable 
specimen should then have approximately 1 inch (25 mm) of shield and 
dielectric material removed exposing the center conductor. Hie center 
conductor should then be cleaned of any remaining dielectric material or 
precoat. The shield (and braid wires on braided cables) should then be 
peeled back to allow connection with the test lead alligator clip. The opposite 
end of the cable specimen should be examined for possible touching of shield 
to center conductor. Peeling back the shield on this end may be necessary to 
prevent arcing see figure 1. 
Figure 1 
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4.2 T E S T 
4.2.1 Tuni on the Megolimineter tester and allow 15 minutes for wann-up. 
4.2.2 Follow 3.0 for calibration requirements. 
4.2.3 Unless othenvise specified 500 Volts DC will be used for tliis test. 
Note: Caution should be obsened during testing as (he center conductor 
and outer conductor will be electrically charged. 
4.2.4 Shielded coaxial cables should be tested between conductor and sliield. (See 
Figure 1) 
4.2.5 A charge time of 60 seconds shall be used dining test unless othenvise 
specified. 
4.2.6 After test is complete record resistance fi-om display. 
4.2.7 Make sure discharge 1ms taken place before removing test leads. 
5.0 CALCULATIONS 
5 1 InsMlaxc R r s - i ^ c e is inversely proportional to lesgth and c o n esicsi tc :> l « o m u m a t 
or Megolim 1009 fee; is given: 
R( megolim mile) = R m L 
5280 
or 
R( megolim kft) = Rm L 
1000 
Ip 
where: Rm = Insulation Resistance measured (megoluns) 
L = Sample Length (feet) 
6.0 REPORT THE FOLLOWING 
6.1 Date 
6.2 Specimen Identification (Type. Lot No., reel no., etc.) 
6.3 Insulation Resistance per reel length 
6.4 Insulation Resistance per specification length, per Megohm mile or 
Megohm 1000 ft. 
6.5 Temperature. 
7.0 ACCURACY 
" I Accuracy of this procedure is governed by several factory Temperature, accuracy c: 
footage measurement, time of electnfication and the actual reading taken from the meiei 
Usins the megohmmeter method desciibed above, an accuracy of 100 b can be 
expected. 
